Saturn i launch vehicle sa-8 and launch complex 37b functional systems description. volume vi-  environmental conditioning systems functional description, index of finding numbers, and mechanical schematics by unknown
0 
0 
J 2 . S  * &l 
EN G IN E E R I t G  D E P A R  T M E NT 
TECHNICAL. MANUAL 
SDES-64-414 
/ 
IP.AOES1' ""i ICATBOORYI 
Saturn I 
LAUNCH VEHICLE S A - 8  
AND LAUNCH COMPLEX 37B 
FUNCTIONAL SYSTEMS DESCRIPTION 
Volume VI 
DESCRIPTION, INDEX OF FIND~NG NUMBERS, 
ENVIRONMENTAL CONDITIONING SYSTEMS FUNCTIONAL 
AND MECHANICAL SCHEMATICS 
GPO PRICE $ 
OTS PRICE(S) $ 
0 Hard copy (HC) 4b CHRYSLER )!#f CORPORATION SPACE DIVISION 
Microfiche (M F) .a 
m s i t i o n e d  Document 
n %IT 
https://ntrs.nasa.gov/search.jsp?R=19650013468 2020-03-17T00:11:09+00:00Z
. 
4 
r 
SDES-64-414 
SATURN I 
LAUNCH VEHICLE SA-8 
AND 
LAUNCH COMPLEX 37B 
FUNCTIONAL SY ST EMS D ESC RIPTION 
VOLUME VI 
ENVIRONMENTAL CONDITIONING SYSTEMS 
NUMBERS, AND MECHANICAL SCHEMATICS 
FUNCTIONAL DESCRIPTION, INDEX O F  FINDING 
MAY 1964 
CHRYSLER CORPORATION SPACE DIVISION - NEW ORLEANS, LOUISIANA 
133 2-6-1 5-64 
FOREWORD 
This volume is par t  of a ten-volume set that describes the mechanical and electro- 
mechanical systems of launch vehicle SA-8 and launch complex 37B that function either 
during the prelaunch countdown o r  in the event of a launch abort. The mechanical and 
electromechanical systems of the launch vehicle that function during flight a r e  also 
described. The ten-volume set is prepared for the Functional Integration Section, 
Systems Integration i& Operations Branch, Vehicle Systems Division, P&VE Laboratory, 
MSFC, by Systems Engineering Branch, Chrysler Corporation Space Division under 
Contract NAS 8-4016. 
This volume describes the environmental control systems of the launch complex and 
vehicle that function prior t o  vehicle flight. The information is presented inthree 
sections: functional description, index of finding numbers, and mechanical schematics. 
The technical content reflects the functional system design information available on 
March 20, 1964. 
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SECTION 1 
FUNCTIONAL D ESC RIPT ION 
1.1 INTRODUCTION u b  5-2 3 0 4 
Three launch complex 37B environmental conditioning systems regulate the atmospheric 
environment of the SA-8 vehicle prior to launch. The three systems are: environmental 
control system (ECS), the GN deluge purge system, and water quench system. 
2 
Components of the system are located in several  areas:  Launch control center (LCC), 
automatic ground control station (AGCS), umbilical tower, and launcher area.  See 
figure 1-1 for a block diagram of the three systems. 
The ECS receives GNZ from the nitrogen storage battery and ambient a i r  from a remote 
air intake. Three conditioning units, each with the capability of cmditioning air or GNZ , 
distribute the selected medium t o  a vehicle o r  launcher compartment. 
The cooled medium is reheated by a control unit to  the specific temperature to be 
maintained in the compartment. 
The GN2 deluge purge system provides a low temperature,  inert environment in the 
S-I stage engine compartment in the event of an aborted launch. GN2 for  the deluge 
purge system is supplied from the pneumatic control distributor in the AGCS. The GN2 
flows through a launcher plumbing network and a distribution manifold in the S-I stage 
boattail. GN2 deluge purge is controlled from the LCC. 
The water quench system supplies water to  the S-I stage engine compartment in the 
event of a f i r e  within the compartment. Water for  the system is supplied from a 
remote water storage facility. Water for the system flows through the same network 
as the GN2 deluge purge. Control of the water quench is from a manual pushbutton 
located in the  LCC. 
1.2 ENVIRONMENTAL CONTROL SYSTEM (ECS) 
The ECS (figure 1-1) is comprised of three s imilar  but separate  conditioning units. 
Each unit functions independently of the others to produce conditioned a i r  or GN2 for  
a particular a rea  of the launch vehicle o r  launcher. The ECS consists of the following 
major components: 
a. Remote air intake 
b. 
c. Control units B, C, and D 
d. Water cooling tower 
e. Distribution ducts 
Conditioning units A1, A2, A3 
1.1 
A i r  is supplied t o  the conditioning units from the remote air  intake; GN2 is supplied + 
f rom the nitrogen storage battery (volume IV). The conditioning units select air o r  
GN and refrigerate,  dehumidify, and deliver the selected medium to the control units. 
Each conditioning unit is capable of delivering a total flowrate of 300 pounds pe r  minute 
through two passages across  the evaporator. These two passages a r e  designated I I A I l  
and IIBI1. Passage I1Alt has a capacity of 100 pounds pe r  minute, and IIB1l has a capacity 
of 200 pounds pe r  minute. The evaporator cools the medium to  a temperature lower 
than required so that the output will be dehumidified. The control unit then heats the 
medium to the temperature required by the vehicle and delivers it through damper- 
controlled ducts to the umbilical tower and into the vehicle compartments. 
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Heat removed from the medium during the cooling cycle is t ransferred from the refrig- 
erant to water in the condenser-receiver. The water is then circulated to the water 
tower where the heat is dissipated to the atmosphere. 
1.2.1 Remote A i r  Intake (Figure 3-1) - The remote air intake supplies ambient air to 
the conditioning units. Due to possible contamination by vapors,  the a i r  intake is located 
some distance from the launcher area.  This unit consists of a supply fan, a filter, a 
pneumatic controller, and a vortex damper. 
A i r  is drawn in through a screen,  Filter A4209, and ac ross  Vortex Damper A4210 by 
Supply Fan A4211. A static a i r  pressure equal to  three inches of water is maintained 
at  the conditioning units by Pneumatic Controller A4088. The controller places pressure  
on a diaphram actuator which positions the vortex damper for regulating the air flow. 
High Pressure  Switch A4367 o r  low Pressure  Switch A4358 will actuate if an abnormal 
condition occurs. The actuated pressure  switch t ransmits  a signal to an indicator loca- 
ted on the LCC control panel. 
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1.2.2 Conditioning Unit (figure 3-1) - Three basically identical conditioning units are 
located on the roof of the AGCS. The conditioning units cool and dehumidify the  a i r  or  
GN2 and deliver the medium to  the control units. The air/GN2 output from the condi- 
tioning units is maintained at a static pressure  of 55 in. H20. 
Since the conditioning units are s imilar ,  only Conditioning Unit A2 is described. Condi- 
tioning Unit A2 operates with control unit C to supply a conditioned medium to  the S-IV 
stage engine compartment. Only passage rlBlr in conditioning unit A2 is used; passage 
"At1 is not operational. 
1.2.2.1 Pneumatic Control Pressure.  GN2 at 8 psig and 20 psig is used to  actuate 
the pneumatic control components of the conditioning units. GN2 a t  50 psig is supplied 
to the ECS from valve panel No. 5 (volume V). The GN2 supply passes  through Filter 
A4316 to Pressure  Regulator A4270 where the pressure  is reduced to 8 psig. The 8 
psig GN2 is supplied to Solenoid Valves A4145 and A4147 which control Pneumatic 
Valves A4254 and A4255. 
The 50 psig GN2 input to the ECS also passes  through Filter A4317 and P res su re  
Regulator A4269. The pressure  is reduced in the regulator to 20 psig and is then 
routed through Booster Regulators A4323 and A4324, GN2 Flow Regulators A4140 and 
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A4141, Pneumatic Controllers A4252, A4253 and A4372; and Solenoid Valves A4138 
and A4139. The 8 and 20 psig GN2 control pressures  may be  monitored at  P res su re  
Gages A4319 and A4318, respectively. 
1.2.2.2 A i r  or GN2 Flow. A i r  or GN2 is selected by the AIR/GN2 selector switch 
located in the LCC. The selected medium is conditioned by the conditioning unit and 
delivered to the control unit. With the  selector switch in the AIR position, Solenoid 
Valves A4145 and A4147 energize and open Pneumatic Valves A4254 and A4255. A i r  
from the remote a i r  intake enters the conditioning unit through Filters A4146 and A4148. 
At the same time, Solenoid Valves A4138 and A4139 deenergize and close Flow Regu- 
la tors  A4140 and A4141 to block GN2. Blowers A4142 and A4144 operated by Motor 
A4143 draw the air in and force it across  Evaporator Coils A4149 and A4369 at ap- 
proximately 57 in. H20. The conditioned a i r  then flows out of the conditioning unit to  
the control unit. 
When the AIR/GN2 selector switch is set to the GN2 position, Solenoid Valves A4138 
and A4139 a r e  energized and Solenoid Valves A4145 and A4147 a r e  deenergized. The 
deenergized solenoid valves close Pneumatic Valves A4254 and A4255, stopping the 
flow of a i r  into the unit. The energized Solenoid Valves A4138 and A4139 open Flow 
Regulators A4140 and A4141. GN2 from the  nitrogen storage battery then flows through 
Manual Valve A4271, Fil ter A4334, and the pneumatic valve into the conditioning unit. 
Blowers A4142 and A4144, operated by Motor A4143, draw in GN2 and force it across  
Evaporator Coils A4149 and A4369 at  approximately 57 in. H20. The conditioned GN2 
flows out of the conditioning unit to the control unit. 
The a i r  o r  GN2 flow is cooled in the evaporator by transferring heat to  the R-22 refrig- 
erant flowing through the evaporator coils. Excess moisture in the medium condenses 
in the evaporator and drops into a dr ip  pan located in the bottom of the evaporator 
housing. When the water reaches a preset  depth, a float t r ap  actuates and the collected 
water flows to  a drain. The cooled and dehumidified a i r  or  GN2 flows t o  the  control 
unit. 
1.2.2.3 R-22 Refrigerant Flow. The R-22 refrigerant flows through the evaporator 
in a closed-loop mechanical circuit. Liquid R-22 refrigerant flows from Condenser- 
Receiver A4117 through Manual Valves A4116 and A4121 and Filter A4118. The flow 
is then through Manual Valve A4120, Sight-Glass A4396, Heat Exchanger A4390, 
Solenoid Valve A4195, and Sight-Glass A4136 to Thermal Expansion Valves A4134 and 
R4151. From the expansion valves the refrigerant flows into the evaporator where it 
is vaporized and absorbs heat from the a i r  o r  GN2 flowing across  the evaporator coils. 
The R-22 vapors then flow past  Temperature Sensors A4133 and A4072, through Flow 
Regulator A4127, Heat Exchanger 4390, Manual Valve A4129, and past Temperature 
Sensor A4073 to Compressor A4126. The compressed refrigerant vapor flows through 
Manual Valve A4128 and is then distributed into three branches: (1) through Manual 
Valve A4277, through control unit Reheat Coil A4216, past  Temperature Controller 
A4215, through Flow Regulator A4217, and Manual Valves A4276 and A4113 to Condenser - 
Receiver A4117; (2) through Flow Regulator A4123 and into the compressor suction line 
where it maintains a constant load on the compressor;  and (3) through Pressure  Regu- 
lator A4122 and Manual Valve A4113 into the condenser-receiver, where the vapor is 
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condensed. The refrigerant vapors are condensed in the condenser receiver by the 
cooling action of water circulating through the coils. Water flow is controlled by 
Pneumatic Valve A4111. 
Maintenance and servicing of Filter A4118 is accomplished by closing Manual Valves 
A4120 and A4121 and opening Bypass Valve A4119, permitting refrigerant flow. Purging 
of the refrigerant lines can be accomplished by opening Manual Valves A4114 and A4375. 
The function of system components in the refrigeration cycle is a s  follows: 
a. Evaporator. The  evaporator contains primary Evaporator Coil A4369 and 
secondary Evaporator Coil A4149. 
valve and is separate from the other coil. 
Each coil is fed by a thermal expansion 
b. Thermal Expansion Valves A4151 and A4134. The thermal expansion valves 
regulate the flow rate of R-22 refrigerant entering the evaporator. Thermal 
Expansion Valves A4151 and A4134 a r e  controlled by Temperature Sensor 
A4133 and A4072, respectively. The sensors  monitor the temperature of R-22 
vapor leaving the coil, and control valve opening to maintain the temperature 
of R-22. 
During conditions of low flow ra tes ,  the two thermal expansion valves cannot 
accurately control the flow of R-22. One valve thus becomes deenergized and 
the remaining valve is used if the temperature of the air o r  GN2 entering the 
conditioning unit is low enough to cause a substantial decrease in R-22 refrig- 
erant flow. 
Temperature Switch A4363 and Temperature Sensor A4364 sense temperatures 
below 105 F and energize Solenoid Valve A4137 and close Thermal Expansion 
Valve A4134. The circuit deactivates the secondary evaporator circuit and 
increases the load on Thermal Expansion Valve A4151. The valve will then 
operate at a higher and more sensitive rate than during low temperature con- 
ditions. 
c. Flow Regulator A4127. The flow regulator maintains the temperature of the 
a i r  or  GN2 leaving the evaporator to approximately 40 F by regulating the 
pressure of R-22 in the evaporator coils. The ra te  of heat absorption by R-22 
depends on the temperature difference between a i r  o r  GN2 and the R-22 boil- 
ing point. The boiling temperature of R-22 is directly related to  its pressure.  
By regulating the pressure of the R-22, the 40 F temperature is maintained. 
Decreasing the regulator opening increases the pressure  of R-22 and increases 
the amount of heat absorbed by the refrigerant. 
Increasing the regulator opening reduces the amount of heat absorbed. The 
regulator is controlled by GN2 pressure from Temperature Controller A4132. 
The opening of the controller is proportional to  the temperature of air/GN2 
sensed by Thermistor A4080. 
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d. Compressor A4126. The compressor is an unloaded-start, reciprocating, 
suction-gas cooled, sealed unit with positive pressure  lubrication. The unit 
compresses R-22 refrigerant vapors and circulates high-pressure vapors to  
the control unit, the condenser-receiver, and the hot-gas bypass regulator. 
The refrigerant vapors flowing to the compressor  cools the compressor  motor 
by passing over the motor windings. A heater in the crankcase maintains 
the oil reservoir  temperature above ambient temperature to prevent refrig- 
erant accumulation. The accumulation of refrigerant in the crankcase would 
damage the compressor upon resumption of operation after shutdown periods. 
Differential Pressure  Switch A4258 in the lubricating oil line protects the 
compressor against loss of oil pressure.  A time-delay switch allows the 
compressor t o  operate for approximately 90 seconds to  establish a pressure  
differential and to allow suspended oil in the system time to  re turn to the 
crankcase. If the required pressure  differential is not established within 90 
seconds, o r  if  p ressure  is lost for 90 seconds, Differential Pressure  Switch 
A4258 will actuate and the compressor will stop. The differential p ressure  
switch is equipped with a manual reset button. Pressure  Switch A4279 will 
stop the compressor if either the discharge pressure  is excessive, or if the 
suction line pressure  is insufficient. Compressor discharge Malmal Valve 
A4128 and compressor suction Manual Valve A4129 allow isolatioi: of discharge 
and suction Pressure  Gages A4278 and A4336, respectively. 
e. Flow Regulator A4123. The flow regulator prevents overloading tht, compressor  
without compressor cycling or  cylinder unloading. 
A pilot valve within the regulator senses  pressure  changes in the coc?pressor 
suction line caused by the throttling of Flow Regulator A4127. The pilot 
valve opens o r  closes accordingly to  operate the main par t  of the valve, al- 
lowing the required amount of hot discharge gas to flow back t o  the compressor  
suction line. This keeps a constant load on the compressor and prevents 
cavitntim. When the main blower control circuits a r e  deenergized, the nor- 
mally ciqsed hot-gas bypass Solenoid Valve A4124 is deenergized. 
off Solenoid Valve A4195 prevents leakage of liquid R-22 refrigerant to  other 
par t s  of the system when the system is shut down. The valve opens when the 
blower s ta r t s ,  and closes when the blower stops. Safety interlock Pressure  
Switch A4393 controls the valve. 
Liquid shut- 
f. Desuperheater Valve A4125. The desuperheater valve controls the temper- 
ature of the R-22 refrigerant in the compressor suction line by injecting a 
controlled amount of liquid R-22 into the suction line, thereby preventing the 
compressor from overheating. 
g, Pressure  Regulator A4122. The pressure  regulator forces hot R-22 refrig- 
erant gas to flow to  the control unit reheat coils. The regulator maintains 
the compressor discharge pressure  approximately 10 psig higher than the 
condenser-receiver inlet pressure.  The pressure  differential forces the gas 
through the reheat coils and back t o  the condenser-receiver. 
1.5 
h. Condenser-Receiver A4117. 
liquid in the condenser section of the condenser receiver. The unit then s tores  
the liquid in the receiver section which has the capacity to hold the entire R-22 
refrigerant charge when the conditioning unit is shut down. 
receiver receives the hot, gaseous, R-22 refrigerant from the reheat coil. 
Water from Water Cooling Tower A4379 reduces the temperature of the R-22 
to its dew point and the condensate is stored in the receiver for recycling. 
Water flow through the condenser-receiver is described in paragraph 1.2.4. 
Relief Valve A4115 relieves condenser pressure  at 350 psig. Manual Valve 
A4114 may be used to vent or  purge the refrigerant side of the condenser. 
Manual Valves A4113 and A4116 are used to isolate the condenser for main- 
tenance purposes. Refrigerant charging Manual Valve A4337 is used to add 
R-22 to the system. 
The hot compressed gases are changed into a 
The condenser- 
i. Filter A4118. 
R-22 refrigerant charge. 
losing the R-22 charge by closing Manual Valves A4120 and A4121. A bypass 
line and Manual Valve A4119 permit the filter to be changed while the system 
is operating. 
The filter removes moisture and foreign particles f rom the 
The filter may be removed or replaced without 
j. Indicators. Sight-Glass A4396 provides a visual means of detecting moisture 
in the refrigerant charge. Sight-Glass A4136 is used to check whether o r  not 
the refrigerant charge is adequate. 
1.2.3 Control Unit (Figure 3-1) - The control units receive preconditioned a i r  or  GN2 
at 40 F and heat it to the temperature required by the particular compartment which 
the unit services.  The control units use  hot R-22 refrigerant flowing through a reheat 
coil to heat the a i r  or GN2. Where the reheat coil is inadequate to r a i se  the temperature 
of the air/GN2, an electric heater further heats the medium. 
Since the control units a r e  s imilar ,  only control unit C is described. Control unit C 
operates with conditioning unit A2 to supply a conditioned medium to  the S-IV stage 
engine compartment. 
Reheat Coil A4216 uses R-22 refrigerant vapor to heat a i r  o r  GN2 to a maximum of 
85 F. The R-22, after circulating through the reheat coil ,  re turns  to  the condenser- 
receiver in the conditioning unit. 
The unit may be vented by opening Manual Valve A4375. Temperature of the a i r  o r  
GN2 leaving the control unit is regulated by controlling the flow of R-22 refrigerant 
through the reheat coil. A thermistor in the vehicle compartment t ransmits  a contin - 
uous temperature signal to Temperature Controller A4215. The controller actuates 
the motor-drive to Flow Regulator A4217. Operation of the flow regulator throttles 
R-22 refrigerant flow through the reheat coil to maintain the vehicle compartment 
temperature. 
When the vehicle compartment temperature requirement exceeds the capability of the 
reheat coil, Electric Heater A4245 is energized. The heater can heat the a i r  o r  GN2 
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to 150 F for the S-IV engine Compartment. (Electric Heater A4246 can heat the 
medium to 210 F for the S-I engine compartment. ) The electric heater has three fixed- 
capacity heating elements which are  sequentially energized. 
When Flow Regulator A4217 completely opens, indicating the reheat coil capacity has 
been reached, a limit switch closes and energizes a slow cam motor. A s  the cam motor 
rotates,  a contactor closes and energizes one of the three heater elements. If one 
heating element satisfies the temperature controller,  the limit switch opens and the 
cam motor stops a t  the new position. Flow Regulator A4217 will then modulate to  con- 
trol refrigerant flow. If additional heat is required, the cam motor will drive to the 
next position. If Flow regulator A4217 fully c loses ,  a second limit switch is actuated. 
This causes the cam motor to reverse  and sequentially deenergize the heater elements. 
The capacity of the reheat coil exceeds the capacity of any single heating element. This 
feature allows the reheat coil to  provide modulating temperature control and the electric 
heaters to supplement the reheat coil only a s  required. 
Over-Temperature Cutout Switch A4350 deenergizes the electric heater when the sensed 
temperature exceeds the preset  value for  the control unit. The switch will  reenergize 
the heaters when the temperature decreases 50 F below the preset  value. 
1 . 2 . 4  Water System (Figure 3-1) - Water at ambient temperature is used to cool the 
hot R-22 refrigerant gases  in the condenser-receivers. The water is pumped within 
a recirculating system that cools the water and maintains a supply for  the three con- 
ditioning units. The water is pumped from Water  Cooling Tower A4379 to the con- 
denser-receiver of each conditioning unit. Manual valves in the input and output lines 
to each condenser-receiver enable the units to be isolated fo r  maintenance. An orifice 
in each condenser-receiver bypass line balances the water flow to each unit and com- 
pensates for differences in plumbing. 
components in greater  detail. Because the condenser-receivers are similar,  only the 
condenser-receiver in Conditioning Unit A2 is described. 
The following paragraphs describe the major 
1 . 2 . 4 . 1  Water Cooling Tower A4379. 
system of trays,  blower fans, and a catch-basin. The hot water enters  the tower at 
the top. Spray pipes and a tier of t rays  break-up the water and Blower Motor A4053 
forces ambient air through the resulting spray to cool the spray as it falls into the 
catch-basin. 
water through Manual Valve A4050. Manual Valve A4150 permits blow-down to keep 
mineral deposits out of the system; the valve must be opened whenever the system is 
operated. The basin is drained through Manual Valve A4051 as required. 
draws cool water from the catch basin and pumps it through Check Valve A4320 to the 
condenser-receivers of the conditioning units. 
The water cooling tower consists of an aerating 
Float Valve A4052 maintains the basin water level by admitting make-up 
Pump A4054 
1 . 2 . 4 . 2  Condenser-Receiver Water Regulation. Cooling water is admitted to the 
condenser-receiver through isolating Manual Valve A4360. The flow of water through 
the condenser-receiver is regulated by Pneumatic Valve A4111. The pneumatic valve 
is differential-pressure operated and controls flow through the condenser-receiver by 
diverting part of the flow through a bypass line. A 20  psig GN2 reference pressure  is 
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supplied to  one side of the valve and a 5 to 15 psig GN2 control pressure  is supplied to 
the other side. The control pressure  is proportional to the operating p res su re  inside 
the condenser-receiver and controls the opening of the bypass port of Pneumatic Valve 
A4111. Initially, condenser receiver pressure  is zero and Pneumatic Valve A4111 is 
in full bypass position, resulting in minimal water flow into the condenser-receiver. 
A s  the pressure  increases, the bypass port closes proportionately to progressively 
increase the flow of cooling water into the condenser-receiver. This action continues 
until the system stabilizes and flow through the condenser-receiver is approximately 
equal to the bypass flow. Orifice A4112 balances full bypass flow to  Condenser-Receiv - 
er A4117 with full bypass flow t o  the other condenser-receivers. Manual Valve A4359 
functions a s  a water service valve and a s  a vent for the condenser-receiver. Manual 
Valve A4359 is also used to drain the water from the condenser-receiver when required. 
Pneumatic Controller A4372 adjusts the pressure  of the 20 psig GN2 supply in accord- 
ance with the internal pressure  of Condenser-Receiver A4117. This fluctuating pres-  
su re  is supplied to Pneumatic Valve A4111 to regulate the flow of cooling water to the 
condenser-receiver. The heated water from the condenser-receiver is routed back to 
the cooling tower through isolating Manual Valve A41 09. 
1.2.5 Distribution Ducts (Figure 3-1) - Seven ducts conduct conditioned air o r  GN2 
from the environmental control units to the umbilical tower. Because the ducts and 
their  related components operate in a s imilar  manner, only the flow through the  duct 
from Control Unit C is described. 
The conditioned a i r / G N ~  from Control Unit C flows through Orifice A4303 where the 
flow is monitored by Differential Pressure  Transducer A4305 and Differential P res su re  
Switch A4382. The transducer transmits a signal indicating the  flowrate on a readout in 
the LCC. The pressure switch will shut down the conditioning unit i f  the flow rate is in- 
sufficient. The medium flows from the orifice through motor-operated Damper A4304, 
Check Valve A4353, and Quick-Disconnect Coupling A4900 into the  S-IV stage engine 
compartment. The damper, controlled from the LCC, regulates the flow of air/GN2 
. to the vehicle. 
1.2.6 S-I Stage Engine Compartment Conditioning (Figure 3-2) - The S-I stage engine 
compartment receives conditioned air/GN2 at 55 inches H20 pressure  from Control 
Unit D. The air/GN2 flows from the duct through normally-open Pneumatic Valve 
A4342 and into the distribution network of the launcher. From the pneumatic valve, 
the medium branches into two lines and flows to Pneumatic Valves A4903 and A4908. 
From each of the pneumatic valves, the flow is again branched into parallel  paths. 
The flow through Pneumatic Valve A4903 passes  through Manual Valves A4339 and 
A4340, and Quick-Disconnect Couplings A4343, A4344, and B503 into the distribution 
manifolds of the S-I stage engine compartment. 
The manual valves balance the flow through each leg of the distribution manifold. A i r /  
GN2 flows through Pneumatic Valve A4908 and follows a path through Manual Valves 
A4347 and A4348 and Quick-Disconnect Couplings A4345, A4346, and B503. The condi- 
tioned air/GN2 maintains the temperature of the compartment to approximately 60 F. 
e- 
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1.2.7 S-I Stage Forward Compartment Conditioning (Figure 3-2) - The conditioning 
medium f o r  the S-I stage forward compartment flows from control unit B through the 
duct, through Quick-Disconnect Couplings A3058 and B320, and into the distribution 
manifolds, The medium is vented from th;, instrument compartments through a return 
line and Quick-niscon:> L C  C mplings B321 iud A3065. 
temperature of the compartments to apprc.:imately 85 F. 
Thc medium nisir?tains the 
1.2.8 S-IV Stage Engine Compartment Conditioning (Figure 3-2) - The conditioning 
medium for the S-IV stage engine compartment flows from Control Unit C through the 
ducts, through Quick-Disconnect Coupling A4900, and to the manifold. The tcmperature 
of the compartment is maintained to approximately 157 degrees F. 
1.2.9 S-IV Stage/Instrument Unit Interstage Conditioning - (To b e  supplied, at a later 
date. ) 
1.2.10 ECS Controls - The environmental control system is operated by control 
equipment located in the LCC and the AGCS. The control equipment includes devices 
which control and monitor the operation of the ECS. The AGCS controls a r e  used for  
operation of the ECS while the vehicle is being checked out and tested. Since the fol- 
low-ing paragraphs describe the operation of the ECS during a launching sequence, only 
the LCC controls a r e  described. 
Two ECS control racks in the LCC consist of twelve panels containing system start ing 
controls, air/GN2 temperature controls and indicators, flowrate controls and indicators, 
and malfunction indicators. 
1.2.10.1 System Control Panel. The SYSTEM CONTROL panel contains the following 
controls: 
a. D. C. POWER ON/OFF switch - Controls application of all dc power to the 
system. 
b. System START pushbutton - Starts the system, 
c. System STOP pushbutton - Shuts down the system. 
d. AIR/GN2 switches (4) - Selects the conditioning medium for the vehicle com- 
partments and launcher. 
1.3.10.2 Compartment Temperature Control Panels. The compartment temperature 
cr iltrol panels contain controls and indicators for setting and monitoring the vehicle 
compartment temperatures. There a r e  seven panels, one for each compartment. The 
controls, indicators and their functions a r e  a s  follows: 
a. COMPARTMENT TEMPERATURE Gage - Indicates either the temperature 
of vehicle compartment, or in the duct leading to the compartment, depending 
on the location of the sensor. 
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b. 
C. 
d. 
e. 
f. 
g. 
TEMP. SELECTOR - Presets the temperature the automatic circuit  will 
contr 01. 
MANUAL/AUTO switch - Deenergizes the automatic control circuit  to allow 
manual control of the compartment temperature. 
TEMPERATURE CONTROL VALVE POSITION gage - Indicates the degree of 
opening of Flow Control Regulator A4217. 
INCREASE/DECREASE switch - Operates Flow Control Regulator A4217 to 
increase o r  decrease the flow of refrigerant through the control unit reheat 
coils when the MANUAL/AUTO switch is in MANUAL position. 
FLOW CONTROL gage - Indicates the flow ra te  of air/GN2 through the duct. 
FLOW CONTROL INCREASE/DECREASE switch - Operates the motor-driven 
dampers in the duct to increase or decrease the flow ra te  of air/GN2. 
. 
1.2.10.3 Conditioned Gas Temp. - Evaporator Disch. Panel - The CONDITIONED 
GAS TEMP. - EVAPORATOR DISCH. panel contains gages for  monitoring the temper- 
a ture  of the conditioned medium leaving each conditioning unit evaporator. 
one gage for each passage through the evaporator. 
There is 
a. 
b. 
C. 
d. 
e. 
f. 
PAY LOAD/BLOWER I1A1I Gage - Indicates the temperature of the air/GN2 
leaving the evaporator of conditioning unit A 1  passage I1AI1 being routed to the 
payload forward and aft compartment. 
INST. UNIT - S-I FORWARD/BLOWER "B'l Gage - Indicates the temperature 
of the a i r /GN2 leaving the evaporator of conditioning unit A1 passage IlB''. Pas- 
sage llBrt services s-I stage instrument compartments. 
S-IV ENGINE/BLOWER I1Al1 Gage - Indicates the temperature of the air/GN2 
leaving the evaporator of conditioning unit A2 passage"A". 
not presently in operation. 
Passage llA1l is 
S-IV ENGINE/BLOWER llBll - Indicates the temperature of the air/GN2 
leaving the evaporator of conditioning unit A2 passage IIB1l. 
services the S-IV stage engine compartment. 
Passage IlBll 
S-I ENGINE- LAUNCHER/BLOWER I1A1l Gage - Indicates the temperature of 
the air/GN2 leaving the evaporator of conditioning unit A3 passage I1A1l. 
sage I1A1l services the launcher compartment. 
Pas- 
S-I ENGINE-LAUNCHER/BLOWER llBll Gage - Indicates the temperature of 
the air/GN2 leaving the evaporator of conditioning unit A3 passage trBf'. 
sage llBll services the S-I stage engine compartment. 
Pas- 
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1.2.10.4 Intake A i r  - Nitrogen Purge Panel. The INTAKE AIR - NITROGEN PURGE 
panel contains controls for the operation of the remote a i r  intake. The controls a r e  
a s  follows: 
a. INTAKE AIR BLOWER CONTROL/SLOW button - Starts and operates the 
remote a i r  intake fan at slow speed. 
b. INTAKE AIR BLOWER CONTROL/FAST button - Starts and operates the 
remote a i r  intake fan at normal speed. 
c. . STOP button - Deenergizes the remote air intake fan. 
1.2.11 ECS Operation - Initially all circuit breakers ,  switches , and selectors a r e  set 
to their  normal operating positions. The D. C. POWER switch on the SYSTEM CONTROL 
panel is placed to  ON position. The INTAKE AIR BLOWER CONTROL/FAST button 
located on the INTAKE AIR - "TROGEN PURGE panel is pressed to energize the 
remote a i r  intake fan. 
1.2.11.1 System Starting. The system is ready for operation after the preliminary 
functions have been performed. The SYSTEM START pushbutton on the SYSTEM 
CONTROL panel is pressed to initiate the starting sequence. 
When the SYSTEM START button is pressed, a lock-in relay in a panel in the AGCS 
will energize the cooling tower pump and fans, When the pump and fans reach opera- 
ting speed, a switch is closed which actuates a sequence controller in the AGCS. The 
sequence controller is a motor-driven switch bank that s t a r t s  the conditioning units in 
sequence to minimize the starting current surge, 
1.2.11.2 Air/GN2 Temperature Control. The temperature of the air/GN2 delivered 
to a particular compartment is determined by the setting of the TEMP. SELECTOR 
control on the compartment temperature control panel. A sensing probe detects the 
temperature of the compartment and t ransmits  a monitoring signal to the LCC. Any 
difference between the detected temperature  and the selected temperature causes Flow 
Regulator A4217 to ac"Ln,te acordingly.  If the automatic control circuit  should fail, 
a manual circuit can be activated by placing the MANUAL/AUTO switch to MANUAL 
position. This allows Flow Regulator A4217 to  be controlled by the INCREASE/DE- 
CREASE switch. Placing the switch in INCREASE position opens the regulator fur- 
ther ,  thereby increasing the temperature of the compartment. Placing the switch in 
the DECREASE position reverses  the action. TEMPERATURE control VALVE POSI- 
TION gage indicates the degree of regulator opening. 
Figure 1-2 illustrates the temperature profile of the various conditioning operations 
performed on the air/GN2 flow. 
1.2.11.3 Air/GN2 Flow Control (Figure 3-1). When GN2 is the required conditioning 
medium, the AIR/GN2 selector switch is set to the GN2 position. This causes Solenoid 
Valves A4138, A4139, A4145 and A4147 to be deenergized. Deenergizing Solenoid 
Valves A4145 and A4147 causes their  normally-open ports to  pass  8 psig GN2 to Pneu- 
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matic Valves A4254 and A4255. The 8 psig GN2 inflates the bladders of the valves and 
blocks the flow of air. The normally open ports of deenergized Solenoid Valves A4138 
and A4139 connect Pneumatic Controllers A3252 and A4253 to their  respective passages. 
The normally-closed ports of the solenoid valves shut off the 20  psig GN2 signal to the 
controllers. A pressure sensing line connects between the passages and the pneumatic 
controllers to transmit the passage pressure  indication to the controllers. 
t rol lers  compares the passage pressure to a preset  value. Any variation is transmitted 
as a throttling command through Booster Regulators A4323 and A4324 to Flow Regula- 
t o r s  A4141 and A4140. 
The con- 
The booster regulators act a s  pneumatic amplifiers between the controllers and the 
regulators. Increased GN2 flow from the controllers will tend to  c lose the flow reg- 
ulators,  and decreased flow will tend to  open the regulators. The pneumatic controllers,  
booster regulators,  and flow control valve function to maintain a p re s su re  of approxi - 
mately 57 in. H 2 0  in the passages. 
Passage "Aff and passage I1Bl1 in Conditioning Unit A4328 a r e  operated independently, 
in this unit, passage "At1 may have GN2 flowing while passage I1Bl1 may have air flow- 
ing. However, in the other conditioning units the same  medium must flow in both pas- 
sages. 
When a i r  is the required conditioning medium, the AIR/GN2 selector switch for  the 
conditioning unit is set to the AIR position. With the selector switch in this position 
normally open Solenoid Valves A4145 and A4147 and normally closed Solenoid Valves 
A4138 and A4139 a re  energized. Closing Solenoid Valves A4145 and A4147 blocks the 
8 psig GN2 actuating pressure  to Pneumatic Valves A4254 and A4255 and vents the 
valves. This action allows a i r  from the fresh a i r  intake to  flow into the passages. 
Energizing Solenoid Valves A4138 and A4139 causes the pressure  lines between the  
valves and the passages to close and 20 psig GN2 is applied to  Pneumatic Controller 
A4253 and A4252. 
The 20 psig GN2 produces an overpressure signal which acts  through Pneumatic Con- 
t rol lers  A4253 and A4252, and Booster Regulators A4324 and A4323 to close Flow 
Regulators A4140 and A4141 and block GN2 to the conditioning unit. 
1 . 2 . 1 1 . 4  Evaporator Refrigerant Regulation (Figure 3-1). Flow Regulator A4127 
controls the flow of vaporous R-22 refrigerant f rom the evaporator to the compressor.  
A 20 psig GN2 control pressure  supplied to Temperature Controller A4132 is controlled 
by a signal from Thermistor A4080 that corresponds to the temperature of the air or 
GN2 leaving the evaporator. The output of the controller actuates the flow regulator 
and throttles the refrigerant flow to the compressor. 
ulator in  turn controls the temperature of the R-22 refrigerant. 
The throttling action of the reg- 
1 . 2 . 1 1 . 5  Condenser Water Regulation (Figure 3-1). Water Regulator Valve A4111 
controls the flow of water through the condenser-receiver. Control pressure  at 20 
psig GN2 is  supplied to Pneumatic Controller A4372. A pressure  signal f rom the 
condenser-receiver causes the pneumatic controller to  vary the GN2 supply. The 
varying GN2 output of the pneumatic controller is supplied to  Pneumatic Valve A4111 
1 . 1 2  
a s  control pressure  and causes the pneumatic valve to throttle the water circulating 
through the condenser-receiver. 
1 . 3  GN2 DELUGE PURGE SYSTEM 
The GN2 deluge purge system ( figure 3-2)provides a high-volume s ~ p p l y  of GN2 at 
50 psig to the S-I engine compartment in the event of a malfuncthn -ailw; lg engine 
shutdown. The purge provides a cool, inert atmosphere to reduce tiie p-s."Sility of 
fire.  The GN2 deluge purge system consists of the deluge purge panel, m.ltrc1 valves, 
and distribution manifolds. 
The deluge purge panel receives 3000 psig GN2 from the pneumatic control distributor. 
The GN2 flows to dome-loaded P res su re  Regulator A2255 through P ie sGure  Regulator 
A2252 and past P res su re  Gage 2251. Pressu re  Regulator A2252 reckcs the pressure  
to 50 psig for loading Pressure  Regulator A2255. 
the GN2 flows past Pressure  Gage A2261 to  Solenoid Valve A2254. Manual Valve 
A2262 permits venting through Pneumatic Silencer A2266. When a deluge purge com- 
mand is given, Solenoid Valve A2254 and A4387 a r e  energized. Soltiidid Valve A4387 
closes Pneumatic Valve A4342 to isolate the GN2 deluge purge system from the ECS. 
Solenoid Valve A2254 allows the reference pressure  to flow throLgh G1ifice A2253 
to the dome of Pressure  Regulator A2255. 
From Preasdie Regulator A2252 
The regulator opens and reduces 3000 psig GN2 to 50 psig in accuiadnL,t: with the 
reference pressure.  The 50 psig GN2 then flows past  Shuttle Vaive A ~ i 6 3 ,  Pressure  
Switch A2256, and Pressure  Gage A2258 into the distribution manifoids. The purge 
supply then branches the flows through Pneumatic Valves A4903 arid A49d8, 
Pneumatic Valve A4903 the GN2 flows through manual Valves A4339 and A4340, Quick- 
Disconnect Couplings A4343 and B503, and A4344 and B503 into the s-I engine com- 
partment. From Pneumatic Valve A4908, the GN2 flows through manual Valves A4347 
and A4348 and Quick-Disconnect Couplings A4345 and B503, and A4346 and B503 into 
the S-I engine compartment. 
From 
1 .4  WATER QUENCH SYSTEM 
The water quench system ( figure 3-2)supplies water a t  125 psig to the S-I engine 
compartment and is used only in the event of a fire. The water quench system con- 
sists of valves and controls to admit water through the same distribution lines and 
manifolds used for environmental conditioning and GN2 deiugi! pui-ge. 
The water quench system uses 750 psig GN2 f rom the launcher, rnaniioid as a control 
pressure.  Operation of the system is manually initiated in the LCC u p ~ i  receipt of 
a signal from the f i re  detection system within the engine cornpartmerit. 
Valves A4902 and A4906 a r e  energized, 750 psig GN2 control pressure  opens Pneumatic 
Valves A4901 and A4909. Water flows a t  125 psig through the open piitzmatic valves, 
through Manual Valves A4339, A4340, A4347, and A4348, Quick-Disconnect Couplings 
A4343, A4344, A4345, and A4346, and four Quick-Disconnect Couplings B503. The 
water is uniformly distributed through the manifolds to quench the fire and cool the 
engine compartment. 
When Solenoid 
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SECTION 2 
INDEX OF FINDING NUMBERS 
This section contains an alpha-numerical list, by finding number, of environmental 
conditioning system components, The finding numbers listed identify components on 
system schematic diagrams provided in Section 111. Additional columns in the index 
of finding numbers provide such pertinent information as component description and 
function, part number, and the supplier’s name and part  number. A break will occur 
in the alpha-numeric sequence of finding numbers when a component, o r  component 
se r ies  is: non-functional during the countdown; functional only in the event of a mal- 
function; functional in t e rms  of a maintenance operation only; o r  part  of another func- 
tional system. 
The letter prefix on finding numbers identify components with either the launch complex 
o r  an a rea  of the launch vehicle. The a rea  associated with each prefix is noted below. 
FINDING NUMBER 
PREFIX DESIGNATED AREA 
A Launch complex 
B S-I stage components 
E S-IV stage components 
Instrument unit 
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2. 
SECTION 3 
MECHANICAL SCHEMATICS 
This section provides mechanical schematics which reflect all of the components 
involved in the functional operation of the environmental conditioning systems. 
For a definition of the mechanical symbols used, see MSFC-STD-162. 
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APPENDIX A 
LISTING OF LAUNCH VEHICLE SA-8 AND LAUNCH COMPLEX 37B VOLUMES 
Title -Volume 
1 RP-1 Fuel System 
11 LOX System 
m LHZ System 
Iv 
V Pneumatic Distribution System 
VI Environmental Conditioning Systems 
VII Launch Pad Accessories 
vn1 
Ix 
X 
Nitrogen and Helium Storage Facility 
H-I Engine and Hydraulic System 
RLlOA-3 Engine and Hydraulic System 
Separation and Flight Termination Systems 
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